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(h) Approved load forecast work
plans must provide for RUS review of
the load forecasts as the load forecast
is being developed.

(i) A power supply borrower’s work
plan must have the concurrence of the
majority of the members that are bor-
rowers.

(j) The borrower’s board of directors
must approve the load forecast work
plan.

(k) A borrower may amend its ap-
proved load forecast work plan subject
to RUS approval. If RUS concludes
that the existing approved load fore-
cast work plan will not result in a sat-
isfactory load forecast, RUS may re-
quire a new or revised load forecast
work plan.

§1710.210 Waiver of requirements or
approval criteria.

For good cause shown by the bor-
rower, the Administrator may waive
any of the requirements applicable to
borrowers in this subpart if the Admin-
istrator determines that waiving the
requirement will not significantly af-
fect accomplishment of RUS’ objec-
tives and if the requirement imposes a
substantial burden on the borrower.
The borrower’s general manager must
request the waiver in writing.

§§1710.211-1710.249 [Reserved]

Subpart F—Construction Work
Plans and Related Studies

§1710.250 General.

(a) An ongoing, integrated planning
system is needed by borrowers to deter-
mine their short-term and long-term
needs for plant additions, improve-
ments, replacements, and retirements.
The primary components of the system
consist of long-range engineering
plans, construction work plans (CWPs),
CWP amendments, and special engi-
neering and cost studies. Long range
engineering plans identify plant invest-
ments required over a period of 10
years or more. CWPs specify and docu-
ment plant requirements for the short-
term, usually 2 to 3 years, and special
engineering and cost studies are used
to support CWPs and to identify and
document requirements for specific
items or purposes, such as load man-
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agement equipment, System Control
and Data Acquisition equipment, sec-
tionalizing investments, and additions
of generation capacity and associated
transmission plant.

(b) Generally, all borrowers are re-
quired to maintain up-to-date long
range engineering plans approved by
their boards of directors. Current CWPs
approved by the borrower’s board must
also be developed and maintained for
distribution and transmission facilities
and for improvements and replace-
ments of generation facilities. All such
distribution, transmission or genera-
tion facilities must be included in the
respective CWPs regardless of the
source of financing.

(c) A long range engineering plan
specifies and supports the major sys-
tem additions, improvements, replace-
ments, and retirements needed for an
orderly transition from the existing
system to the system required 10 or
more years in the future. The planned
future system should be based on the
most technically and economically
sound means of serving the borrower’s
long-range loads in a reliable and envi-
ronmentally acceptable manner, and it
should ensure that planned facilities
will not become obsolete prematurely.

(d) A CWP shall include investment
cost estimates and supporting engi-
neering and cost studies to dem-
onstrate the need for each proposed fa-
cility or activity and the reasonable-
ness of the investment projections and
the engineering assumptions used in
sizing the facilities. The CWP must be
consistent with the borrower’s long
range engineering plan and both docu-
ments must be consistent with the bor-
rower’s RUS-approved power require-
ments study.

(e) Applications for a loan or loan
guarantee from RUS (new loans or
budget reclassifications) must be sup-
ported by a current CWP approved by
both the borrower’s board of directors
and RUS. RUS approval of these plans
relates only to the facilities, equip-
ment, and other purposes to be fi-
nanced by RUS, and means that the
plans provide an adequate basis from a
planning and engineering standpoint to
support RUS financing. RUS approval
of the plans does not mean that RUS
approves of the facilities, equipment,
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